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the same height, the highest voltage should be labeled. In Example 2, the line should be shown
in the plans as -------- OE (115kV/115kV/115kV)-=------- O =-------- OE (All lines 115kV)--------- '

For projects with letting dates between now and June 30, 2011, where possible, the electrical
facilities should be evaluated. After evaluating, if all the voltages are less than S0kV the
voltages do not need to be labeled in the plans. In the special notes and requirements of the
“Transmittal of Plans, Specifications, and Estimates Package” provide the following statement
for posting in the advertisement; “All of the overhead utilities shown in the plans are less than or
equal to 50kV.” However, if there are some voltages greater than S0kV, and there is insufficient
time to revise the plans, provide the following statement in the special notes and requirements for
posting in the advertisement. “There are overhead utilities shown in the plans that exceed S0kV.”

If you have any questions concerning design implementation, please contact Chester Henson at
850-414-4117.

CONSTRUCTION IMPLEMENTATION: For all active contracts, require the contractor to
comply with OSHA Rule 1926. The Department’s policy is to use Option 3 of the rule, which is
to determine the line voltage and provide clearance in accordance with Table A. Refer to Table
A below to determine minimum clearance distances. For contracts let prior to July 2011, this
may involve contacting the utility companies to determine the overhead electric facilities
voltage. Coordinate any changes to the utility work schedule and any information requests from
the utility companies with the District Utilities Office.

TABLE A—MINIMUM CLEARANCE DISTANCES

Voltage Minimum clearance distance
(nominal, kV, alternating current) (feet)
up to 50 10
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engineer who is a qualified person with respect to electrical power
transmission and distribution).

Note: The value that follows “to” is up to and includes that value. For example, over 50 to 200 means up to and including 200kV.

If you have any questions concerning construction implementation, please contact Stefanie
Maxwell at 850-414-4314.
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